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ﬂmspect_rum Lighting Parameter Analysis Report Lumicrest
Genius LED LIGHTING
Product information and test conditions
Name SKU 705 90+ CRI 3000K
Time 2021-04-17 09:44:44(Time-zone GMT+8)
Manufacturer Lumicrest LED Lighting
User David Geldart (david@Ilumicrest.com)
Temperature(°C) Humidity(%) Distance(m)
Parameters Spectrum
CIE_x 0.4318 .
CIE_y 0.3926 -
ccT 2992 K £
Duv -0.0039 i
CRI (Ra)(R1~R8) 96 -
CRI (Re) (R1-R1 5) 94 DAOSBO 420 460 500 540 580 620 660 700 740 780
wavelength(nm)
cas 93 CIE 1931 CIE 1976
TLCI(Qa) 94 09
GAl 65
TM-30-18 Rf 93
TM-30-18 Rg 103
Circadian Stimulus 0.60
Circadian Light 1,656
460 380
0.0 01 02 03 0);4 05 06 07 08
C78.377 - 2017 IEC-SDCM
0.50 0.50
1 SDCM
0.45 0.45 g gggm
AL 7 SDCM 0 ||
0.40 O// " 0.40
i
0.35 l/; 0.35 /
0.30 0.30
0.25 0.25
0.20 0.20
0.25 0.30 0.35 0.40 0.45 0.50 0.55 0.25 0.30 0.35 0.40 0.45 0.50 0.55
CRI (Re) (R1-R15) TM-30-18
Rl 97 R6 96 RIl 95 . -
R2 98 R7 95 Ri2 84 4 N

R3 96 R8 92 R13 98
R4 96 R9 83 R14 97
R5 97 R10 94 R15 97

- Reference
Fidelty Index, Rf
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